URBAN STANDARD SPECIFICATIONS for PUBLIC IMPROVEMENT MANUAL

CENTER TYPE 'G' CASTING —

OVER PIPES
TOP REINF.——

SIZE STRUCTURE SCHEDULE
(\O PIPE DIAMETER | W-FEET (MIN)
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CENTER PIER WHERE

= W=6'OR GREATER.

?

Y

J

L

LOCATION
STATION
(CENTER OF INTAKE)

*4 BARS ON 6"

GRADE GROUND TO
TOP OF STRUCTURE
ON CLOSED SIDES

TOP CUT AWAY TO—
SHOW PIERS

PLAN

T

CORNER PIER (TYP.)

INLET ELEVATION AS

CENTERS BOTH WAYS

REQUIRED BY PLANS

CENTER 6“x6" PIER
WHERE W

= 6'OR GREATER
TOP ELEVATION AS PER PLANS

GRADE TO OPENING
ON OPEN SIDES

EXTEND REBARS INTO
PIERS WHERE
APPROPRIATE AND
ADD TWO DOWELS,
EACH PIER

6" MIN.
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.| 7~ GRATE OPENING FORMED
N " Wﬁs ?: EP%YRESRSTO
1 AT 8" C-C POURED IN
4 N\ P 6" WAL AND TOP (3" MIN.

EMBEDMENT) AT

—1 ™
\ALL WALL OPENINGS
Lol e *4 © 12" EACH WAY

le— 3" MIN.

BASE - POUR IN PLACE
OR PRECAST (REINF.)

\—PROVIDE SHAPED CONCRETE INVERT

SECTION A-A
3 10/21/03 MAX. DEPTH - 7' TOP CASTING TO INVERT
REV. | DATE BY AREA TYPE "M-G" INTAKE (DITCH SECTION) FIGURE: 6030.8
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